
DIVISION 15 & 16 GENERAL PROVISIONS

1.0 DESCRIPTION:

A. Division 15 and 16 shall be governed by all applicable provisions of the Contract Document.

B. The Contractor shall furnish, install and connect all materials, equipment, apparatuses, and incidentals
required for a complete and working installation. For all systems shown and required, the Contractor shall
supply all necessary labor, equipment, tools, insurance, and tax services, and shall assume full responsibility
for all obligations associated with completion of work as provided by the Contract Documents.

2.0 STANDARDS, REGULATIONS AND CODES:

A. Work shall comply with the edition of the applicable standards, regulations and codes currently in force of all
Federal, State and local authorities having jurisdiction. Where quantities, sizes, or other requirements indicated
on the drawings or herein specified are in excess of the standard or code requirements, the specifications
and/or drawings shall govern. In the absence of other applicable local codes, acceptable to the
Architect/Engineer, the International Set of Codes and the National Electrical Code shall apply to this work.

B. The Contractor shall be licensed to perform associated work in the municipality in which the project is located.

C. All products and types of construction shall meet or exceed the latest edition of applicable standards of
manufacturer, testing, performance and installation.

D. Where indicated or required, comply with all provisions of the ADA and/or the ABA Accessibility Guidelines.

E. Where indicated or required, comply with all applicable provisions of energy and ventilation codes in force at
the local jurisdiction.

3.0 LOCAL CONDITIONS:

A. The Contractor shall carefully examine the local conditions and existing installations and shall become
thoroughly familiar with all existing conditions which may affect associated work. The Contractor shall locate all
existing utilities and protect them during the execution of the work

B. The Contractor shall examine all project drawings and specifications to become familiar with the type of
construction, materials, and equipment, to be used for all work and how it will affect the installation of this
contract.

C. By the act of submitting a bid, the Contractor will be deemed to have made such examination, to have
accepted such conditions, to have made allowance therefore, and included all costs in his proposal. Failure to
determine existing conditions will not be considered a basis for the granting of additional compensation.

4.0 WORKMANSHIP:

A. All work performed under this Contract shall provide a neat and “workmanlike” appearance when completed, to
the satisfaction of the Owner's Representative. The complete installation shall function as designed and
intended with respect to efficiency, capacity, and noise level, etc.

5.0 CUTTING AND PATCHING:

A. All necessary cutting, drilling and patching shall be provided by this Contractor Structural members shall not be
disturbed without prior approval of the Owner's Representative. All areas disturbed by work performed under
this Contract shall be neatly repaired and refinished to the condition of adjoining surfaces in a manner suitable
to the Owner's Representative.

6.0 OPERATION DURING CONSTRUCTION:

A. The Contractor is responsible for the installation and operation, service and maintenance of all new equipment
during construction and prior to acceptance by the Owner of the completed project. Warranty periods shall not
commence until final acceptance by the Owner or Owner Representative.

B. The Contractor shall provide, at his own expense, all temporary utilities required to provide for and protect the
work and as necessary to maintain an adequate work force.

7.0 SAFETY REGULATIONS:

A. All work shall be performed in compliance with all applicable governing safety regulations, including OSHA
regulations. Provide safety lights, guards and signs required.

8.0 HOUSEKEEPING:

A. The Contractor shall be responsible for keeping stocks of material and equipment stored on the premises in a
neat and orderly manner.

B. The Contactor shall clean and maintain their specific portions of the work as specified in the General
Conditions.

C. The Contractor shall remove from the premises all waste material present as a result of his work.

9.0 CONNECTION AND ALTERATION TO EXISTING SYSTEMS:

A. Connection to the existing building systems must be accomplished under this contract. System “downtime” due
to connection shall be kept to an absolute minimum. The Owner's Representative shall judge if at what time,
and for what length of time a shut-down can be tolerated.

B. Provide all temporary systems required during construction in order to keep all existing systems functioning.

C. Demolition, cutting and patching to restore surfaces to original condition as necessitated for access to work
performed by the Contractor or his subcontractors shall be the responsibility of the Contractor.

10.0 GRAPHIC REPRESENTATION AND JOB CONDITIONS:

A. The Drawings shall serve as working drawings for the general layout of the various items of equipment; are
diagrammatic unless specifically dimensioned, and do not necessarily indicate every required item.

B. Architectural and Structural drawings take precedence over all other drawings in the representation of the
general construction work; any conflicts shall be resolved prior to commencing work. Failure to do so shall not
be considered a basis for the granting of additional compensation.

C. Arrange work in a neat, well organized manner. Coordinate work with other trades involved, prior to
commencing work.

11.0 GUARANTEES/WARRANTY:

A. Contractor shall guarantee/warranty all work performed, including labor, materials and equipment furnished
under this contract, against defects in materials and workmanship for a period of one year from the date of the
Owner's Representative Final Acceptance of the work, or as noted in each section.

12.0 SUBSTITUTIONS:

A. Materials, products and equipment described in the Bidding Documents established a standard of quality to be
met by any proposed substitution.

B. Contractor's bids shall be based on the material mentioned or specified, and any proposals for substitution
shall be made in wiring to the Architect/Engineer allowing adequate time for appropriate action. The products
of other manufacturers may be accepted, if in the opinion of the Owner's Representative, the substitute
material is of quality as good or better than the material specified, and will serve with equal efficiency and
dependability, the purpose for which the items specified were intended. The burden of proof of equality is upon
the proposer.

C. Wherever substitutions alter the design or space requirements, the Contractor shall be responsible for and
include all associated cost items of the revised design and or construction work required by his or other trades
affected by the proposed substitution.

13.0 SHOP DRAWINGS AND PRODUCT DATA:

A. The checking of shop drawings is a gratuitous assistance and in no way relieves the Contractor of
responsibility for deviations from the Contract Documents.

B. Shop drawings and catalog data on all major items of equipment and apparatus, and such other illustrative
materials as may be considered necessary by the Owner's Representative shall be submitted by the
Contractor in adequate time to prevent delay and changes during construction.

14.0 OPERATING AND MAINTENANCE BROCHURE:

A. On completion of the project, the Contractor shall provide manuals electronically (PDF format unless otherwise
instructed) containing operating, service and lubrication instructions, and parts lists for all major equipment and
manufacturer's guaranties or warranties.

15.0 RECORD DRAWINGS:

A. On completion of the project, the Contractor shall provide record drawings electronically in PDF or
AutoCAD.dwg format (unless otherwise instructed) with all field changes neatly noted.

16.0 FOUNDATIONS AND SUPPORTS:

A. The Contractor shall provide concrete bases, hangers and foundations for all machinery and equipment
specified or shown in this contract, including fans, air conditioning units, pumps, motors, electrical gear, etc.,
unless specifically noted otherwise.

B. All hangers, brackets, clamps, etc., shall be of standard weight steel. Perforated strap hangers shall not be
used in any work. When two (2) or more pipes or conduits are run parallel, or where ducts interfere with the
proper location of hangers, they may be supported on trapeze hangers. Other hangers shall be hinged ring
malleable iron, by Grinnell or Fee and Mason or approved equal with rods and hanger adjusters for adequate
size to carry the loads imposed. All pipes, ductwork and conduit shall be independently supported form each
other and from equipment so that no weight is born by equipment.

C. The Contractor shall take all precautions against excessive noise or vibration by isolating the various items of
equipment from the building structure. Provide flexible connectors where indicated and at all rotating
equipment and for equipment mounted on vibration isolators.

17.0 MOTORS AND CONTROLS:

A. All motors furnished under this specification shall be from a recognized manufacturer and of adequate capacity
for the loads involved. All motors shall conform to the standards of manufacturer and performance of the
National Electrical Manufacturers Associates as shown in their latest publications.

B. If no sequence of operation is included, submit a proposed sequence to the Engineer for approval.

C. All temperature controls unless noted otherwise shall be the responsibility of the Mechanical Contractor.

D. All fire alarm devices including duct smoke detector and shut down/interlock wiring shall be the responsibility
of the Electrical Contractor.

18.0 SLEEVES AND ESCUTCHEONS:

A. Penetrations thru walls and floors shall be as detailed.

B. Where not otherwise shown, penetrations shall conform to the following:

1. Where pipes or conduits pass through walls, steel pipe or galvanized sheet iron sleeves shall be used.

2. Where pipes or conduits pass thru floors, beams, outside walls, or structural members, cast iron or steel
pipe sleeves shall be used.

C. Sleeves through interior non-rated walls, including walls indicated as sound partitions, shall be packed with
fiberglass or mineral wool and caulked.

D. Sleeves through fire rated structure shall be fire barrier caulked with putty strip or sheet by 3M, Hilti or
acceptable equivalent.

END OF SECTION DIVISION 15 AND 16

SECTION 15100 - HEATING, VENTILATION AND AIR CONDITIONING

1.0 SCOPE:

A. The work included under this contract consists of providing all labor, materials, tools, transportation, services,
etc., necessary to complete the installation of the heating, ventilating, and air conditioning systems and other
items herein listed and as described in these specifications, as illustrated in the accompanying drawings or as
directed by the Architect/Engineer.

2.0 SHEET METAL:

A. Provide ductwork shown with necessary dampers and other duct accessories. Ducts shall be new prime grade
galvanized steel sheets constructed per ASHRAE and SMACNA Standards.  Duct system(s) installation shall
be in accordance with SMACNA Duct Construction Standards Manual and industry standards. Provide round
or rectangular duct as indicated.

B. Fabricate for the pressure and SMACNA seal class required by the application.

Leakage class minimum requirements are:

1. Up thru 2” WG pressure - rectangular - Class 24, round - Class 12.

2. Greater than 2”, less than 4” WG pressure - class 12 - rectangular, class 6 - round.

Seal class minimum requirements are:

1. Up thru 2” WG pressure - class A for all duct joints.

2. Greater than 2”, less than 4” WG pressure - class A for all duct joints.

Spiral lock seams and gasketed duct joints are exempted from sealant requirements.

Ductwork that is indicated or required to be field painted shall have paint grip finish.

C. Spiral duct shall be factory built of galvanized steel, suitable for pressure class required or indicated. Fittings
shall have 1.5 times diameter centerline radius. Semco or acceptable equal by McGill Airflow or Lindab.

1. Single wall, 2.0” WG minimum.

2. Single wall, 4.0” WG minimum.

D. Flexible duct and accessories shall be UL-181 class 1 compliant, 25/50 smoke and flame plenum rated.
Maximum length shall be 5' - 0". Flexible duct shall have ends banded and insulation ends sealed. Attach with
duct strap ties. Provide Thermaflex or equivalent flex tie supports. Supply air and return air flexible ducts and
boots shall be insulated. Exhaust flexible duct shall not be insulated.

1. Insulated - Thermaflex G-KM, CPE core on helix wire with R4.2 insulation and polyethylene vapor barrier
jacket, with maximum velocity of 5000 FPM, pressure of 6” WG positive and 1” negative.

2. Uninsulated - Thermaflex S-LD foil laminate and helix wire, with maximum velocity of 5000 FPM, pressure
of 10” WG positive and 1” negative.

3. Flexible ducts shall be  Thermaflex or acceptable equal by ATCO or Flexmaster.

E. Branch take-offs to air terminals shall be high efficiency type.

F. All duct sizes shown are free area size and do not include liner.

G. Return air boots shall be provided at locations indicated and as detailed on the drawings.

H. Duct System(s), including all components such as dampers, turning vanes and takeoffs, etc., shall be
fabricated and installed for maximum efficiency and to minimize pressure drops and objectionable sound.

3.0 GRILLES, REGISTERS, INLETS AND OUTLETS:

A. All supply, return and exhaust grilles, registers and diffusers shall be as scheduled on the drawings.
Commercial quality - E.H. Price or acceptable equal by Titus, Carnes, Krueger or Nailor. All air distribution
devices shall be selected for throw and low noise (25 NC or less) performance characteristics unless otherwise
indicated. Provide integral volume damper where duct mounted damper would not be accessible. Ceiling
supply diffuser connection shall be made with hard elbow or flex duct with Thermaflex flex flow elbow support.

4.0 DUCTWORK ACCESSORIES:

A. Provide single thickness turning vanes in all supply duct turns.

B. Provide hinged duct access doors for all internal mounted equipment.

C. Provide 45º take-off or conical fittings for all round takeoffs to diffusers. Provide locking quadrant volume
damper at take-offs in accessible ceilings, unless shown otherwise. Extractors and scoops are not permitted

D. Duct splits, elbows and reducing fittings shall be fabricated per SMACNA standards. “Ductmate” or acceptable
equal flanged and gasketed joint systems are approved.

E. Provide dampers where shown and required.  Balance and control dampers shall be opposed blade except air
mixing dampers shall be parallel blade. Fire and smoke dampers to have sleeves and retaining angles by
manufacturer or as detailed. Dampers shall be by Greenheck or acceptable equal by Ruskin, American
Warming & Ventilating, Carnes, Krueger, Nailor.

1. Manual Damper Rectangular:
Greenheck MBD-15, Galv. Steel formed blade, manual locking quadrant actuator, 4” WG, 2000 fpm.

2. Manual Damper Round:
Greenheck MBDR-50, Galv. Steel formed blade, manual locking quadrant actuator, 1” WG, 2000 fpm.

3. Manual Damper Round:
Round - Greenheck VCDR-53, Galv. Steel single formed blade, blade seals, 4” WG, 3000 fpm, 4 CFM/SF
leakage at 1” WG.

4. Backdraft Damper:
Greenheck EM-SERIES, aluminum formed blade, 10” WG, 3500 fpm, counter balance as required.

5.0 HEATING AND AIR CONDITIONING UNITS:

A. Air conditioning units shall be as scheduled or by acceptable equal. Units shall be standard catalogued
products with the appropriate approval or certification by AGA, ARI and UL.  Efficiencies shall conform to
ASHRAE 90 standards.

B. Ductless Split System Units:

1. Provide ceiling mounted indoor unit with integral cabinet, fan, grille, washable filter, cooling coil and wall
mounted thermostat coupled with remote plenum mounted condensing units. Provide all mounting
hardware for resilient mounting, refrigerant line set.

C. Provide units with manufacturer's standard control package.  Controls to include factory wired terminals with
overload devices and transformers as required.  Unit safety control to include high-low pressure switches, fan
relays, short cycle safety and internal pressure relief, gas controls with hi limit and anti cycle protection.

D. Provide unit accessories as noted on drawings and as required for a complete operating system.

E. Mount units to provide the required service, access and airflow space.

F. Split system units shall be Liebert or acceptable equal.

6.0 FANS:

A. Fans shall be as scheduled with all required accessories. Commercial quality fans shall be AMCA rated by
Greenheck or acceptable equal by Cook, Acme, Carnes, Penn Barry.

7.0 FILTERS:

A. Provide filters in air intake to each units A/C system with size and number of filters standard with air unit
manufacturer.  Provide 1” thick, hi-velocity, throw-a-way MERV 8 filters, Farr 30/30 or acceptable equal by
American Air Filter, Airguard, Air Filters, Inc, Purolator.  Filters shall be new and clean at time of Owner's
acceptance.  Supply extra set of filters for each unit.

8.0 VIBRATION ISOLATION:

A. Duct flexible connection shall be Durodyne non-combustible, 22 ounce (minimum) polymer coated woven
fabric or acceptable equal. Provide flexible connections at all motor driven equipment, where shown and where
required to hold transmitted noise and vibration to an acceptable minimum at piping and duct connections.

B. Vibration Isolation:  All motor driven equipment shall be furnished with isolating mountings.  Motors shall be
mounted on resilient bases, spring or rubber supports as recommended by the manufacturer.  Isolators shall
be Amber Booth or acceptable equal by Kinetics, Mason Industries, Vibration Eliminator Co.

9.0 MISCELLANEOUS MECHANICAL EQUIPMENT:

A. Provide variable volume boxes, controllers, thermostats and accessories as scheduled.  Acceptable
manufacturers are E.H. Price or acceptable equal by Titus, Carnes, Enviro-Tec, Krueger, Nailor, Trane.

10.0 CONTROLS AND LOW VOLTAGE SYSTEMS:

A. Provide control installation to accomplish the indicated or required sequence of operation including
thermostats/ sensors, controllers, actuators, wiring, and other components as required for a complete
operating system.

B. All occupant adjustable devices shall be mounted in accordance with ADA and ADAAG requirements.

C. All cable ties for controls and other cable systems located in plenums utilized for air movement that are not
installed in conduit shall be 25/50 flame and smoke rated, Hellermann Tyton T50R2C2UL or equivalent.

11.0 PIPE, FITTINGS AND VALVES:

A. Provide escutcheons at all piping penetrations of finished wall, floor or ceiling construction. Escutcheons shall
be chrome plated brass or as noted otherwise.

B. Drain Piping:

1. Type “L” Copper Pipe -- Provide with wrought copper fittings, 50/50 solder joints.

C. Refrigerant:

1. Piping -- Pre-charged tubing or type “ACR” copper tube, wrought copper or brass fittings, compression or
brazed joints. Soft copper tubing or manufacturer's pre-charged line sets may only be used in concealed
locations, hard temper tubing shall be used in all areas exposed to view in finished spaces.

2. Valves -- Shutoff, check, filters/dryers and solenoid valves rated for refrigerant service.

12.0 INSULATION:

A. Line low velocity rectangular supply ductwork including ducts downstream of VAV boxes with mat faced 3 lb.
density fiberglass or textile liner with anti-microbial coating.  Liner to be 1/2" thick for ducts in conditioned
space or plenums utilized for return air. Apply with mastic and pins with erosion protection on all exposed
edges.  Line sheetmetal return air boots with 1” thick 3 lb. density liner.

B. Spiral or snap-lock (round) low pressure duct run-outs to supply grilles, registers, and diffusers shall have
1-1/2” thick, 0.75 lb. Density fiberglass wrap with vapor barrier.

C. Wrap all concealed round and rectangular ducts upstream of terminal boxes, round low velocity air
conditioning supply air ducts with 1-1/2” thick 0.75 lb. density flexible fiberglass ductwork insulation with
laminated jacket of bonded aluminum foil and Kraft paper with a glass fiber reinforcing FSK).

D. Do not insulate ductwork exposed to view in finished space.

E. Condensate drain piping:  Insulate interior metallic condensate drain lines with 1/2" thick of Armaflex AP slip on
type insulation.  Do not split.

13.0 EQUIPMENT AND PIPE LABELS:

A. Equipment labels shall be provided for all mechanical equipment and shall be self adhesive engraved plastic,
blue with white lettering, sized, minimum 1-1/2” high, and located for viewing from ground or floor level. Label
shall indicate drawing designation or unique equipment number.

C. Warning labels shall be self-adhesive engraved plastic or preprinted plastic as required by application with
white lettering on red background provided at locations as required by code or where hazards to personnel
exist.

14.0 CLEANING:

A. Clean air system by operating at least three hours prior to final acceptance with temporary filters.  Remove all
filters and replace with clean.

B. Clean existing duct systems by vacuuming inside ducts where accessible at each diffuser or grille or air unit
location. Remove and replace devices as required for best access. Apply high pressure vacuum to all duct
interior at 10,000 to 15,000 CFM maximum. Apply high pressure air to all duct interior at 200 PSIG maximum.
Continue until all observable dust and debris is gone.

C. All cleaning shall be completed prior to test and balance work.

15.0 TESTING AND ADJUSTING:

A. Contractor shall obtain the services of an independent test and balance agency and shall operate and test the
air conditioning and ventilation systems and instruct the Owner in its operation.  Perform a series of general
capacity and operating tests.  The tests shall demonstrate the specified capacities of various pieces of
equipment.

B. The entire temperature controls systems shall be adjusted and balanced and put in operating condition to
cause the equipment to maintain the temperatures in accordance with the intent of these specifications.
Operate and test equipment during summer and winter seasonal startup under this contract.

C. Submit the complete test and balance report for review to the Architect/Engineer in triplicate. Test procedure
and report shall conform to NEBB or AABC standards.  The report shall be signed by the responsible
individual.

END OF SECTION 15100

SECTION 15200 - PLUMBING

1.0 SCOPE:

A. The work included under this contract consists of providing all labor, materials, tools, transportation, services,
etc., necessary to complete the installation and to provide complete working systems of the Plumbing Systems,
including hot and cold water, waste and vent, storm drainage, fixtures, equipment and other items described in
these Specifications, as illustrated in the accompanying drawings, or as directed by the Architect/Engineer.

B. Extend piping systems as indicated on contract documents or to point of connection as follows:
1. Points of connection within the existing building.

2.0 PIPING, FITTINGS AND VALVES:

A. Domestic water, interior, above ground -
1. Pipe, copper tube - type "L" hard temper, wrought or cast copper fittings, Lead free 95/5 or Eagle Hard

Silvabrite or “CB” solder joints, 2” and Smaller.
2. Valves - Service - 1/4 turn, 1/2” - 2” Nibco 585-66-LF lead free, 600 PSIG, full port, stainless steel ball and

stem.
3. Securely anchor, with adequate provisions for expansion and contraction.  Grade lines, free of traps, to low

point at cut-off and drain valve.  Provide valves where indicated on the drawings, where required by code or
required for service.

4. Hot and cold supply lines to have manufactured pre-charged piston type water hammer arrestors at each
and every fixture or group or battery of fixtures to prevent water hammer, sized as shown or per
manufacturers recommendation. An arrestor shall be required at each solenoid actuated quick closing valve.
Sioux Chief, JR Smith or equal. Provide access panel where required.

B. Sanitary sewer, vent, interior --
1. Pipe -- Cast iron hubless with no-hub mechanical joint; solid wall schedule 40 PVC, ABS with solvent

cement joints; vents may be galvanized malleable iron.
2. Plastic piping shall not be allowed in return air plenums.
3. Hub drains, where shown, shall be of material compatible with piping system, 2” minimum size. Hub drains

shall be fitted with trap guards. Floor mounted hub drains shall extend 2” above finish floor.
4. All drainage shall be graded per code but not less than 1/8" per foot unless noted otherwise.

3.0 CLEANOUTS AND TRAP SEALS:

A. Provide cleanout at the base of each stack or riser, at ends of runs greater than 10', each 135 degree
aggregate change of direction in horizontal piping, where indicated on the drawings or as required by code.
Plugs, extra heavy cast brass, screwed.  Scoriated tops in unfinished areas, carpet markets in carpet floors,
tile top in tile floors, stainless steel cover in finished walls.  Cleanouts same size as pipe up to 4" diameter, 4"
cleanouts for larger pipe unless otherwise noted.

B. Where trap primers are not specified provide all floor and hub drains with trap seal with EPDM diaphragm,
Rectorseal SS series, Provent Proset or acceptable equal.

4.0 UNIONS:

A. Provide between each item of equipment and its service valve.  Copper to ferrous pipe connections shall have
isolation coupling or union.

5.0 CROSS- CONNECTIONS AND INTERCONNECTIONS:

A. No plumbing device or piping shall be installed which will provide cross-connection or interconnection between
a distributing supply or waste so as to make possible the backflow or back-siphonage of polluted water into the
potable water supply system.  Where the possibility of back-siphonage exists, water supply to the fixture shall
be introduced through a suitable vacuum breaker in non-pressurized systems and a reduced pressure type
back-flow preventer in pressurized systems or as otherwise required by the authority having jurisdiction.
Installed backflow preventers must be approved through the University of Southern California Foundation for
Cross-Connection Control and Hydraulic Research.

6.0 PLUMBING EQUIPMENT:

A. Water heaters, pumps, expansion tanks and other equipment shall be as scheduled or by acceptable
equivalent by one of the following:

Water Heaters: A.O. Smith, State, Rheem.
Expansion Tanks: Watts, Amtrol, Armstrong, Taco, Wessels

B. Expansion tanks used in potable water system applications shall be NSF listed for potable water use.

C. Provide accessories including but not limited to operating controls, limit switches, oil sensors, timers,
aquastats, energy management system interface, etc. as indicated on drawings and as required for a complete
operating system.

D. All cable ties for controls and other cable systems located in plenums utilized for air movement that are not
installed in conduit shall be 25/50 flame and smoke rated, Hellermann Tyton T50R2C2UL or equivalent.

7.0 INSULATION:

A. Insulate all hot water, cold water, and hot water recirculating piping above the ground, Owens Corning or
acceptable equal.

B. Cold water piping insulation: 1" fiber glass sectional pipe covering with all service vapor barrier paper jacket
with reinforced scrim (ASJ).

C. Hot Water piping insulation: 1" fiber glass sectional pipe covering with all service vapor barrier paper jacket
with reinforced scrim (ASJ).

D. Seal all joints on cold water insulation to maintain vapor barrier.

E. Insulation shall run continuously thru hangers and supports without interruption.

F. At Contractor's option, use Armstrong AP with 25/50 flame and smoke rating or acceptable equal with
equivalent thermal performance.

G. Pipe insulation shall conform to the International Energy Conservation Code.

8.0 PIPE SUPPORTS:

A. Provide adjustable hangers, inserts, brackets, rolls, clamps, guides, flexible connectors, supplementary steel,
etc., as required for proper support of all pipe lines. Unistrut may be used for support of multiple pipes.
Hangers shall be designed to allow for expansion and contraction of pipe lines and shall be of adequate size to
permit covering when required. Provide protective saddles and blocking where supporting insulated piping to
prevent crushing insulation. Install building attachment at required locations for proper piping support. Space
attachment within maximum piping span length indicated in MSS SP-69.

B. Piping shall be independently supported such that no weight of piping is borne by the equipment.

C. Pipe Slopes: Install hangers and supports to provide indicated pipe slopes, and so that maximum pipe
deflections allowed by ANSI B31 are not exceeded.

9.0 EQUIPMENT AND PIPE LABELS:

A. Equipment labels shall be provided for all plumbing equipment and shall be self adhesive engraved plastic,
blue with white lettering, sized, minimum 1-1/2” high, and located for viewing from ground or floor level. Label
shall indicate drawing designation or unique equipment number.

B. Pipe labels for domestic water, waste, vent and gas piping shall be preprinted, color-coded, with 1-1/2” lettering
indicating service, and showing flow direction, locate pipe labels where piping is exposed or above accessible
ceilings in finished spaces; machine rooms; accessible maintenance spaces such as shafts, tunnels, and
plenums; and locations as follows:
1. Near each valve and control device.
2. Near each branch connection, excluding short takeoffs for fixtures and terminal units. Where flow pattern is

not obvious, mark each pipe at branch.
3. Near penetrations through walls, floors, ceilings, and inaccessible enclosures.
4. At access doors, and similar access points that permit view of concealed piping.
5. Near major equipment items and other points of origination and termination.
6. Spaced at maximum intervals of 50 feet along each run. Reduced intervals to 25 feet in areas of congested

piping and equipment.
7. On piping above removable acoustical ceilings, omit intermediately spaced labels.

C. Warning labels shall be self-adhesive engraved plastic or preprinted plastic as required by application with
white lettering on red background provided at locations as required by code or where hazards to personnel
exist.

10.0 TEST AND ADJUSTMENTS:

A. Soil, waste and vent piping:
1. Fill with water to the top of the highest vent line extending through roof, and allow to remain for a period of

two hours.

B. Water lines:
1. Water piping shall be tested under 1-1/2 times the operating pressure or 150 PSIG. minimum pressure for a

period of 2 hours with no measurable pressure drop.

C. After successful testing, sterilize water system with an approved solution in accordance with local health
officials. Blow out compressed air and natural gas lines with either compressed air or nitrogen.

D. Contractor to submit all test data and other documentation for record.

11.0 MANUFACTURERS:

A. Fixtures, equipment and accessories are specified by manufacturer's numbers as to the type and quality
required.  Specified manufacturers and approved equal manufacturers are as follows:

FIXTURE, ITEM SPECIFIED APPROVED EQUAL
OR EQUIPMENT MANUFACTURER MANUFACTURER

Stainless Steel Sinks Elkay Just
Kohler

Advance Tabco

Supply Faucets & Trim Delta T & S Brass
Chicago Faucets

Elkay
Sloan

Kohler
Watts
Zurn

Waste Fittings McGuire Dearborn Brass
ProFlo

Jones Stephens
Watts

Stops & Supplies BrassCraft McGuire
ProFlo
Watts

Jones Stephens

Drains and Drainage Products J R Smith Josam
Wade
Watts
Zurn

12.0 FIXTURE BRANCHES:

A. Size as shown on drawings and diagrams, but not less than the following:

WASTE VENT COLD  HOT

1. Sink 2" 1-1/2" 1/2" 1/2"
2. Floor or Equipment Drain 2" 1-1/2" ---- ----

Minimum waste or vent size below slab on grade shall be 2”.

13.0  PLUMBING FIXTURES:

A. "S-1" Sink, Single (ADA Compliant)
Elkay LRAD-2521 single compartment self rimming sink, 18 GA, type 304 stainless steel, 6” deep bowl.
Faucet: Delta 9178-DST “Leland” deck mounted faucet with ceramic operating cartridge, single lever handle,
gooseneck spout, and pull down spray. Provide 1.5 gpm aerator.
Accessories: Elkay LK-35 strainer with 1-1/2" tailpiece, 1-1/2" 17 GA. semi-cast brass p-trap with cleanout,
chrome-plated risers with loose key angle stops.

B. "FD-1" Floor Drain, General Purpose
J.R.Smith 2005YA-NB, round top or 2005YB-NB, square top (in ceramic tile floors), duco cast iron body with
flashing collar, adjustable strainer head, outlet size per plans, nickel bronze strainer, seepage openings and
trap primer connection.

END OF SECTION 15200

SECTION 15300 - FIRE PROTECTION

1.0 SCOPE:

A. Provide a complete and operational fire protection system as required by NFPA, systems shall include:

1. Wet sprinkler system -- NFPA 13.

B. Systems shall be complete in every respect to provide complete coverage of all areas in the entire building or
throughout the area of work as indicated. Sprinkler system shall be hydraulically designed per appropriate
hazard class per NFPA13.  As required by application, system shall include but not be limited to pipe and
hangers, sprinkler heads, valves, inspector tests, fire department connection, alarm valves, audible and visible
alarms, flow and tamper switches, control panels, wiring, hose cabinets, etc. Conform to the requirements of
Division 16, FM and UL or IRI where required by owner.

1. System shall be an extension of and/or modifications to the existing building system.
2. As close as possible, match function, coverage, style and appearance of existing devices.

C. All cable ties for controls and other cable systems located in plenums utilized for air movement that are not
installed in conduit shall be 25/50 flame and smoke rated, Hellermann Tyton T50R2C2UL or equivalent.

D. Sprinkler contractor shall be responsible for layout and design of the fire sprinkler system. Submit all
necessary documentation and obtain necessary permits for approval and installation of the system.

2.0 PIPING, FITTING AND VALVES:

A. Fire protection above ground -

1. Pipe -- Schedule 40, black steel, malleable iron threaded, flanged or welded fittings; roll or cut groove
mechanical joint. Allied XL Schedule 10, galvanized steel, with threaded or roll groove ends may be used.

2. Valves -- Gate, 175 PSIG, UL and FM approved OS&Y, Nibco T-104-0 bronze, up thru 2”, Nibco
F-607-OTS cast iron, 2-1/2” - 12”; Check 175 PSIG, UL and FM approved, Nibco F-908W, 2-1/2” - 12”.

3.0 SPRINKLERS:

A. Provide standard, extended coverage, quick response or dry pipe heads as required by application.

B. Heads shall be of the following styles, subject to application.

1. Semi-recessed chrome plated brass with chrome trim in gypsum and lay-in tile ceilings.
2. Upright chrome plated brass in finished areas with exposed structure.
3. Head type, style and coverage to match existing.

C. Locate heads at center of lay-in tiles.

END OF SECTION 15300

SECTION 16100 - ELECTRICAL

1.0 SCOPE:

A. The work included under this contract consists of the furnishing of all labor, materials, tools, transportation,
services, etc., necessary to complete the installation of the electrical systems and other items herein listed,
all as directed by the Architect or Engineer, which work is comprised of, but not limited to the following
principal items:

1. Electrical system for light and power:

a. Systems of conduit, conductors, and boxes.
b. Receptacles and wiring devices.
c. Lighting fixtures and lamps.
d. Power service to the various motors.
e. Complete lighting and power systems.
f. All systems, wiring and conduit as required.

2. Control wiring and electrical installation and connections for items in other contracts as may be listed in the
drawings.

3. Empty conduit and boxes for future installation of telephone wiring and miscellaneous systems.
4. Rough-in and final connection to equipment furnished by others.
5. All cable ties for low voltage cable systems located in plenums utilized for air movement that are not

installed in conduit shall be 25/50 flame and smoke rated, Hellermann Tyton T50R2C2UL or equivalent.
B. Raceway wiring systems shall be concealed in all finished parts of the building, where possible.  Where the

raceways are exposed, they shall be run parallel with the building walls in a neat and workmanlike manner.
Should it appear necessary to expose any conduit or wiring in finished spaces, it shall be brought to the
Architect's attention immediately and this Contractor shall rearrange associated work as directed to facilitate
an approved installation. Contractor to coordinate with mechanical trades to avoid ductwork and piping.

2.0 RACEWAYS:
A. All electrical conductors are to be installed in metal raceways, unless specifically specified or noted

otherwise.  Galvanized steel or intermediate steel conduit as permitted by code.  No conduit smaller than 3/4"
to be used. Use set screw type fittings.  Provide flexible conduit connection for final connection to each motor
not to exceed 3' in length and recessed lighting fixtures not to exceed 6' in length.  Provide pull wires in all
empty conduit systems.  Identify terminus of each pull wire.  All exposed raceways shall be installed with runs
parallel and/or perpendicular with building walls.  Fasten all rigid/non-flexible conduit every 8' and 2' from
each box.  Conduit shall be EMT where not subject to mechanical damage as permitted by National Electric
Code (N.E.C.).  EMT connectors and couplings 4" and smaller shall be compression type. Or Type MC Cable
with ground wire is allowed in concealed spaces only, behind walls and above ceiling. Fasten all MC and or
FMC every 4.5' feet and within 12” inchs of conduit termination. Excluding final connections to motors and
lighting fixtures.

B. Conduit bushings shall be provided and installed inside all disconnects, pull boxes, panelboards, switchboard
or similar type equipment and where permitted by National Electric Code (N.E.C.).

3.0 WIRES AND CABLES:
A. Electrical conductors, soft annealed copper with conductivity 98% of that of pure, stranded copper, 90 degree

- 600V insulation and equal to General Cable Company.  Wire and cable for all feeders, subfeeders, motor
circuits and high ambient location type shall be THHN.  All other branch circuit wiring shall be type XHHN or
THHN.  Minimum wire size shall be #12 gauge AWG.  Control wiring may be #14 gauge.

B. For conductors #4 or small use the following color-code:
· 208Y/120V, 1-phase: black, red, white.
· 208Y/120V, 3-phase: black, red, blue, white.
· 480Y/277V, 3-phase: brown, orange, yellow, gray.
· Green shall be used for ground wire conductor.
· Contractor shall use the following color designations and be consistent throughout the project. Color

designation for switch legs and or travelers: Violet, Pink or Purple may be used.
C. Conductor Material Applications:

Retain one of two "Branch Circuits" paragraphs below.
a. Branch Circuits: Copper. Solid for No. 10 AWG and smaller; stranded for No. 8 AWG and larger.
b. Branch Circuits: Copper. Solid for No. 12 AWG and smaller; stranded for No. 10 AWG and larger.
c. Power-Limited Fire Alarm and Control: Solid for No. 12 AWG and smaller.

D. Conductor insulation and multi-conductor cable application and wiring methods:

This article provides examples of application requirements for conductors and cables. Revise to retain wiring
methods for various environments in Project. Add other methods if required. Revise conductor insulation
and cable type designations to suit Project conditions, authorities having jurisdiction, and practice. See
NFPA 70 and UL's "Wire and Cable Marking and Application Guide" for additional application information
about conductor sizes, insulation temperature ratings in cables, and product-use classifications and
restrictions.

a. Exposed Branch Circuits, Including in Crawlspaces: Type THHN, single conductors in raceway,
Metal-clad cable, Type MC.

b. Branch Circuits Concealed in Ceilings, Walls, and Partitions: Type THHN, single conductors in
raceway, Metal-clad cable, Type MC.

Coordinate "Branch Circuits Concealed in Concrete, below Slabs-on-Grade, and Underground" Paragraph
below with Section 260543 "Underground Ducts and Raceways for Electrical Systems."

4.0 GROUNDING:
A. Ground all electrical apparatus in accordance with N.E.C. and as specified herein.  Provide a separate

grounding conductor for all lighting, receptacle and equipment circuits.  All cabinets, switchboards, equipment
cases, motor frames, interior metal cold water piping systems, and system neutral conductors shall be
effectively grounded.  Use solderless pressure type connectors, no perforated strap connectors will be
allowed.  Ensure continuous bond where flexible conduit is used.  Provide bonding jumper inside all flexible
conduit. Grounding per N.E.C. 250, and any local requirements.

5.0 SPLICE AND TAPS:
A. Make splices at junction boxes, pull boxes, or outlet boxes only.

6.0 CABINETS, JUNCTION AND PULL BOXES:
A. Flush or surface mounted as indicated on drawings.  Provide where shown on drawings and where required

by code.  Construct of cold gauge steel for flush surface mounting.

7.0 OUTLET BOXES:
A. General Electric, Appleton, Steel City or Raco hot dipped galvanized steel boxes, or equal.  Install at terminal

of each conduit run, each outlet, or device.  Provide size, type and design to suit structural conditions.
Adequate to accommodate size and number of raceways, conductors, device or fixture served.  Provide
plaster rings or covers on boxes where required on exposed work, use approved cast ferrous alloy outlet,
junction boxes and fittings.  Fixture or device cover shall completely conceal the size outlet box used.  Install
3/8" fixture stud for lighting fixtures where required.  Locate ceiling outlets to work with architectural features
as directed.  Switches installed 48" above floor on strike side of door as finally hung.  Receptacles and
telephone outlets, 18" above finished floor unless otherwise noted.  Verify all outlet locations on job with
Architect.

8.0 PANELBOARDS:
A. Panel boards are as indicated on the drawings.  Main lugs only unless noted or specified otherwise. Provide typewritten

schedule of circuits in index cardholder.  Provide with hinged door and hinged cover.  All circuit breakers shall be
bolt-on molded case and have positive "trip" indication.  Breakers used on existing panels shall match existing units
and shall be labeled to have positive "trip" indication.  Breakers shall be labeled to indicate suite number and use. 
Panelboards shall be General Electric, Square D, Siemens or Eaton/Cutler Hammer. All single pole circuit breakers
shall be 'switch duty rated'. Panelboards shall be fully rated. Series rated panels are not permitted.

9.0 DISCONNECT SWITCHES:
A. Heavy duty NEMA type 'HD' - same manufacturer as panelboards. Plastic nameplate properly engraved with

name of equipment served, secured to switch cover.  Fuses shall be Bussmann of sizes and types
scheduled.

10.0 MOTOR AND CONTROL WIRING AND CONNECTIONS:
A. This Contractor to provide all necessary conduit, boxes and supports to equipment furnished by Owner and

as indicated on drawings.  Provide a disconnect switch and starter if required.

11.0 LABELING:
A. Contractor shall label each and every j-box above ceiling with a permanent marker with panel and circuit

number.
B. Outlets, adhesive film label, machine printed clear background with black letters, by thermal transfer or

equivalent process. Minimum letter height shall be ¼ inch. Face plate shall be labeled with panel and circuit
number.

C. Interior equipment self-adhesive, engraved, laminated acrylic or melamine label: adhesive backed, with white
letters on a dark-gray background. Minimum letter height shall be 3/8 inch (10 mm).

12.0 WIRING DEVICES:
A. Duplex receptacles shall be Hubbell #5352-X grounding type, 20A., 125V.; G.F.C.I. shall be Hubbell

GF-5352-X, 20A., 125V.; duplex, G.F.C.I. TYPE.  Wall toggle switches shall be Hubbell Number 1221-X and
Number 1223-X for single pole and three way types respectively.  Other switch, receptacle, and outlet device
variations shall be by Hubbell of "Spec. Grade" quality.  Equivalent devices of P & S or Leviton will be
acceptable in lieu of the above listed devices.  Contractor to verify color of devices with Architect before
purchase.  Provide cover plates to mate and match device for each outlet.  Cover plate type and material per
architects direction.

B. Motion sensor: contactor shall verify with owner for proper time delay settings.

13.0 LIGHTING FIXTURES:
A. This Contractor shall furnish and install complete, unless otherwise specified, a lighting fixture on each and

every lighting outlet shown on the drawings of each type scheduled by letter and description.  All fixtures shall
be equipped with lamps as scheduled or specified herein.  All fixtures installed in suspended ceilings must be
securely fastened to framing members per NEC 410-36b and local earthquake code requirements.

B. Integral emergency ballasts for fluorescent lamps shall operate a minimum of two lamps in parallel such that
if one lamp goes out, the other remains operational. Ballast shall provide for a 1200 to 1400 lumen output
total. Emergency ballast by Bodine or Iota.

14.0 FIRE ALARM SYSTEM:
A. Contractor shall be responsible to submit stamped and signed drawings to the authority having jurisdiction

prior to submitting shop drawings.
B. Engineer's drawings showing fire alarm devices are schematic, and only provide code intent, all devices may

not be indicated.  Final layout shall be provided by the Fire Alarm contractor. Final layout shall be coordinated
with the architect and plans.

C. Contractor shall include in bid all cost associated with Fire alarm modifications.
D. Contractor shall provide a complete fire alarm system with intelligent addressable devices. Systems shall be

non-coded fire alarm protective type system. Fire alarm audible and visual devices shall be placed
throughout the facility.   Heat/smoke detectors for mechanical equipment shall be interlocked and connected
to alarm system in accordance with NFPA 90A and 96..

E. Fire alarm system shall be relocated or added for code compliance.
F. All detection devices shall be addressable, non-coded fire alarm protective type matching base building type

and style. Overall system shall utilize the following:

1. Fire alarm horns and strobes shall be relocated and added throughout the facility per code requirements.
2. System signal wire shall be type THHN in conduit or shall be UL listed plenum cable.

G. All new equipment shall be ADA compliant, be by one manufacturer, and warranted for a minimum of one
year.

END OF SECTION 16100
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1. REMOVE RETURN AIR GRILLES.

2. REMOVE SUPPLY REGISTER. ASSOCIATED FLEX DUCT TO REMAIN.

3. REMOVE EXHAUST GRILLE AND EXHAUST DUCTWORK BACK TO TRUNK. PATCH HOLE
AND SEAL AIR TIGHT.

4. REMOVE EXISTING TERMINAL UNIT/DIFFUSER AND ASSOCIATED FLEX DUCT. PATCH HOLE
IN TRUNK DUCT AND SEAL AIR TIGHT. REINSULATE TO MATCH EXISTING.

5. REMOVE PERIMETER DUCT SYSTEM AS SHOWN.
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1. MOUNT AIR CONDITIONING UNIT ABOVE CEILING ALIGNED WITH CEILING GRID. ROUTE
COPPER CONDENSATE DRAIN TO FLOOR DRAIN IN ROOM BELOW.

2. INSTALL CONDENSING UNIT ABOVE CEILING.

3. INSTALL SPIRAL DUCT TIGHT TO STRUCTURE. PAINT EXPOSED DUCT AND GRILLS TO
COLOR SELECTED BY ARCHITECHT.

4. MOUNT DIFFUSERS ON THE OUTSIDE OF THE GRID. FIELD VERIFY FOR EXACT LOCATION.
MOUNT AS SHOWN IF NOT POSSIBLE.

5. TRANSFER AIR OPENING INSTALLED ABOVE CEILING.
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· MECHANICAL CONTRACTOR IS RESPONSIBLE TO SEE THAT WORK MEETS AND IS IN
ACCORDANCE WITH ALL REQUIREMENTS OF FEDERAL, STATE, AND LOCAL LAWS AND CODES
AND/OR REQUIREMENTS, INCLUDING HEALTH CODES AND BUILDING OWNER.

· ALL EXISTING DUCTWORK SHOWN ON DRAWINGS IS SCHEMATIC AND IS BASED ON EXISTING
RECORD DRAWINGS PROVIDED BY THE OWNER AND DO NOT REFLECT EXACT EXISTING
CONDITIONS.  CONTRACTOR TO FIELD VERIFY EXACT DEPTH AND/OR LOCATIONS ON JOB SITE.
CONTRACTOR SHALL REROUTE NEW WORK TO ACCOMMODATE EXACT LOCATIONS OF EXISTING
UTILITIES, STUBOUTS AND/OR CONNECTIONS.

· CUTTING AND PATCHING OF FLOORS, WALLS, CEILING, ETC., REQUIRED IN STRICT ACCORDANCE
WITH THE RULES AND REGULATIONS OF THE ARCHITECT'S AND/OR BUILDING OWNER
REQUIREMENTS.

· COORDINATE ALL WORK WITH OTHER TRADES PRIOR TO INSTALLATION TO AVOID ROUTING
CONFLICTS.

· ANY MATERIAL REMOVED THAT OWNER DOES NOT WISH TO RETAIN SHALL BE REMOVED FROM
PROJECT SITE AND DISPOSED OF BY CONTRACTOR.

· MECHANICAL CONTRACTOR SHALL REMOVE, PATCH AIR TIGHT AND REINSULATE ALL DUCTWORK
TAPS NOT REUSED WITH SAME MATERIAL AS EXISTING DUCTWORK.

· MECHANICAL CONTRACTOR SHALL AIR BALANCE ALL GRILLES TO CFM'S SHOWN ON PLANS.

· ALL THERMOSTATS SHALL BE MOUNTED TO MATCH BUILDING STANDARDS UNLESS OTHERWISE
NOTED.

· ALL DUCTWORK, DIFFUSERS, TERMINAL UNITS, ETC. ARE EXISTING TO REMAIN, UNLESS NOTED
OTHERWISE.

· MECHANICAL CONTRACTOR SHALL BID WORK IN CEILING SPACE BELOW TO BE COMPLETED
AFTER HOURS ONLY IN AREAS THAT ARE NOT OCCUPIED BY THE OWNER'S PERSONNEL.
CONTRACTOR SHALL COORDINATE WORK/TIMES WITH THE OWNER'S REPRESENTATIVE.

· INSTALL ELASTOMERIC JOINT SEALER AROUND ALL DUCTS, PIPES, ETC. PASSING THRU
INTERIOR NON-RATED CONCRETE AND MASONRY WALLS, GYPSUM-BOARD PARTITIONS, AND
CONCRETE FLOOR/ROOF SLABS.  FOR FIRE RATED INTERIOR CONCRETE AND MASONRY WALLS,
GYPSUM-BOARD PARTITIONS, AND CONCRETE FLOOR/ROOF SLABS SEAL ALL DUCTS, PIPES,
ETC.  INSTALL FIRESTOP MATERIALS IN ALL GAPS PRIOR TO SEALANT APPLICATION.  INSTALL
SEALER ACCORDING TO MANUFACTURER'S WRITTEN INSTRUCTIONS.

· MECHANICAL CONTRACTOR SHALL BID AND SCHEDULE ALL CORE DRILLING AND HAMMER
DRILLING FOR AFTER BUSINESS HOURS.

· MECHANICAL CONTRACTOR SHALL COORDINATE ALL TEMPERATURE CONTROL WORK WITH
BUILDING OWNER.

· UPON REQUEST FOR ELECTRONIC FILES, CONTRACTOR SHALL FILL OUT, SIGN AND RETURN
ELECTRONIC MEDIA RELEASE FORM FROM ENGINEER AND PROVIDE PAYMENT FOR FEES
STIPULATED ON ELECTRONIC MEDIA RELEASE FORM.  UPON RECEIPT OF COMPLETED RELEASE
FORM AND PAYMENT, ELECTRONIC FILES WILL BE RELEASED.

· ALL CABLE TIES FOR LOW VOLTAGE SYSTEMS LOCATED IN PLENUMS UTILIZED FOR AIR
MOVEMENT THAT ARE NOT INSTALLED IN CONDUIT SHALL BE 25/50 FLAME AND SMOKE RATED,
HELLERMANN TYTON T50R2C2UL OR EQUIVALENT.

· PROVIDE TEMP. CONTROL CABLE FROM UNIT TO ENERGY MANAGEMENT CONTROL PANEL IN
PENTHOUSE FOR FUTURE CONNECTION. PROVIDE WITH 50 FEET OF EXCESS CABLE.

GENERAL NOTES                     (TYPICAL ALL SHEETS)

MECHANICAL SYMBOLS

EXHAUST DUCT UP

EXHAUST DUCT DOWN

RETURN DUCT UP

RETURN DUCT DOWN

FLEXIBLE DUCT CONNECTION

WALL MOUNTED DIFFUSER/GRILLE

SUPPLY DIFFUSER

RISE OR DROP IN DUCT

SUPPLY DUCT UP

SUPPLY DUCT DOWN

MANUAL VOLUME DAMPER

EXISTING DUCTWORK TO BE REMOVED

EXISTING DUCTWORK TO REMAIN

EXHAUST GRILLE

T THERMOSTAT

R R/D

EXHAUST DUCT

RETURN DUCT

RETURN GRILLE

OR

OR

OR

NEW DUCTWORK

SUPPLY DUCT

CONDENSATE DRAINCD

CONNECT TO EXISTING

EQUIPMENT TYPE AND DESIGNATIONAHU-1

MARK NO. SUPPLY (S_),
RETURN (R_), EXHAUST (E_)
CFM

SA
200

AIR CONDITIONING UNIT SCHEDULE
MARK
NO.
AC-1

NOTES: 1.
2.
3.

MANUFACTURER

LIEBERT MINI-MATE2

MOUNT UNIT ABOVE CEILING IN 2'x4' CEILING GRID.
PROVIDE WITH LIEBERT WALL-MOUNTED CONTROLS AND FILTER. 
PROVIDE WITH UNIT-MOUNTED DISCONNECT SWITCH.

MODEL

MMD24E7X00DC

ARRANGEMENT

CEILING MOUNTED

AIRFLOW
CFM
885

SPACE
CONDITIONS

75 DEG F

COOLING
TOTAL
MBH
20.9

SENS.
MBH
19.1

REFRIGERANT

R-407C

EXT.
S.P.

(IN W.G.)
ROOM DIRECT

ASSOCIATED
CONDENSING

UNIT
CU-1

VOLT
277

ELECTRICAL

ø
1

HZ
60

NOTES

1,2,3

VAV BOX SCHEDULE
MARK 

NO.
VAV-4-1
VAV-4-2
VAV-4-3
VAV-4-4
VAV-4-5
VAV-4-6
VAV-4-7
VAV-4-8
VAV-4-9
VAV-4-10
VAV-4-11
VAV-4-12
VAV-4-13
VAV-4-14
VAV-4-15
VAV-4-16
VAV-4-17
VAV-4-18
VAV-4-19
VAV-4-20
VAV-4-21
VAV-4-22
VAV-4-23

NOTES: 1.

MANUFACTURER

PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE

PROVIDE WITH ELECTRONIC DIGITAL CONTROLLER WITH ADJUSTABLE THERMOSTAT,
SPRING HANGER BRACKETS, SINGLE POINT POWER CONNECTION,
AND 24V TRANSFORMER FOR TEMPERATURE CONTROLS.

MODEL

SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV
SDV

INLET 
SIZE

8
4
10
10
4
12
8
8
8
8
8
10
10
8
8
8
8
8
8
6
10
8
10

MAX.
COOLING

CFM
650
270
1080
1420
290
2100
825
650
610
795
765
1520
1050
570
760
630
555
555
630
330
1035
860
1250

MIN.
COOLING 

CFM
200
90

330
430
90

630
250
200
190
240
230
460
320
180
230
190
170
170
190
100
320
260
380

MAX.
NC

@1"WC
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35
35

VOLT
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120
120

ELECTRICAL

ø
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1

HZ
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60
60

NOTES

1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1

CONDENSING UNIT SCHEDULE
MARK
NO.
CU-1

NOTES: 1.
2.

MANUFACTURER

LIEBERT MINI-MATE2

PROVIDE WITH DISCONNECT SWITCH. 
MOUNT UNIT ABOVE CEILING.  DISCHARGE AIR TO PLENUM.

MODEL

MCD24ALXH7

TOTAL
(MBH)
20.9

AMB.
(°F)
95

REFRIGERANT

R-407C
VOLT
277

ELECTRICAL

ø
1

HZ
60

NOTES

1,2

DIFFUSER SCHEDULE
MARK
NO.
SA
SB
SC
SD
SE
SF
SG
RA
RB
RC
RD
RE
RF

NOTES:

 *CONTRACTOR SHALL VERIFY CEILING TYPE PRIOR TO ORDERING DIFFUSERS.

1.
2.
3.
4.

MANUFACTURER

PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE
PRICE

VERIFY COLOR WITH ARCHITECT.
PROVIDE WITH RETURN AIR BOOT. RE: RETURN AIR BOOT DETAIL.
MOUNT RETURN GRILLE 9'-0" TO BOTTOM OF GRILLE.
PROVIDE WITH MANUAL DAMPER.

MODEL

SPD
SPD
SPD
520
SDG
SDG

SDS75
PDDR
PDDR
PDDR

530
PDDR

SDR100

FACE
SIZE
(IN.)

24x24
24x24
24x24
8x6
13x5
19x7
48

24x24
24x12
24x24
32x12
24x12

48

NECK
SIZE
(IN.)

6
8

10
6x4
10x4
16x6

8
22x22
22x10
22x22
30x10
22x10

-

NO.
OF

SLOTS
-
-
-
-
-
-
2
-
-
-
-
-
4

FRAME
TYPE*
LAY-IN
LAY-IN
LAY-IN

SURFACE
DUCT
DUCT

SURFACE
LAY-IN
LAY-IN

SURFACE
SURFACE
SURFACE
SURFACE

FINISH

WHITE
WHITE
WHITE
WHITE

-
-

WHITE
WHITE
WHITE
WHITE

-
WHITE
WHITE

NOTES

-
-
-
-

1,4
1,4
4
2
2
2

1,3
2
-

Sheet
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Drawn
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SYMBOLS



MAIN DUCT

ROUND FLEX DUCT -
60" MAX. LENGTH

FLEX
DUCT

TAKE-OFF WITH MANUAL
DAMPER; SEE DUCT STANDARD
DETAIL

MAIN DUCT

INSULATED SHEET METAL ELBOW OR
THERMAFLEX "FLEX FLOW ELBOW"

NOTE: BRANCH DUCT RUNOUT TO DIFFUSER SHALL BE THE SAME SIZE
AS THE DIFFUSER NECK UNLESS OTHERWISE INDICATED ON PLAN.

BAND FLEX ENDS
WITH NYLON
STRAPS (TYP)

MANUAL DAMPER @ DIFFUSER
ONLY WHERE DUCT-MOUNTED
DAMPER WOULD BE
INACCESSIBLE

DIFFUSER - SCREWED INTO CEILING T-BAR
AND/OR SUPPORTED DIRECTLY FROM
STRUCTURE PER SEISMIC CODE REQUIREMENTS

DIFFUSER DETAIL1 NO SCALE

4xD MIN. 3'-0" MIN.
MD MD

ROUND
SUPPLY
BRANCH

"TAKE-OFFS"

(20% OR LESS
AIRFLOW TO

BRANCH LOW &
HIGH VELOCITY)

RECTANGULAR
SUPPLY
BRANCH

"TAKE-OFFS"

(20% OR LESS
AIRFLOW TO

BRANCH LOW &
HIGH VELOCITY)

RECTANGULAR
SUPPLY "TAKE-OFF"

INSTALLATION

(ROUND SIMILAR)

D

DUCT STANDARDS2 NO SCALE

48"

NOTE: PAINT FASTENERS INSIDE BLACK

1/2" ACOUSTICAL DUCT BOARD
BOOT WITH A BLACK INTERIOR
FACE AND BLACK PAINTED
FASTENERS

CEILING GRID

CEILING RETURN AIR GRILLE.
SIZE AS SHOWN ON PLANS.

1/2 OF GRILLE
DIMENSION

1/2 OF GRILLE
DIMENSION

LINE OF SIGHT

3"
3"

RETURN AIR BOOT DETAIL4 NO SCALE

DOUBLE NUTS AND WASHER
ON THREADED ROD (TYP.)

DUCT LINER WHERE SHOWN
OR REQUIRED BY SPEC

TRANSITION AS REQURIED BOTH
INLET AND OUTLET DUCTS

FLEX CONNECTION (TYP)

1" GALV. MESH INLET OR
OUTLET SCREEN WHERE
UNDUCTED

INLINE FAN

VIBRATION ISOLATION HANGERS WHERE REQUIRED
BY SPEC - MIN. 3/8" THREADED ROD FASTENED TO
STRUCTURE, SIZE AND NUMBER AS REQUIRED

INLINE FAN DETAIL5 NO SCALE

A
IR

 F
LO

W

NOTE: DUCTWORK SHOWN ON FLOOR PLANS IS SCHEMATIC. ACTUAL
CONSTRUCTION SHALL CONSIST OF TURNING VANES IN ELBOWS, FLEXIBLE
CONNECTIONS, ETC. AS ILLUSTRATED OR SPECIFIED.

45° ANGLE ENTRY BRANCH CONNECTION
WITH LOCKING QUADRANT TYPE
MANUAL BALANCING DAMPER

FLEXIBLE DUCT MAXIMUM 5'-0"

90° ELBOW DOWN
TO DIFFUSER

SUPPLY DIFFUSER (TYP)

45° ANGLE ENTRY BRANCH CONNECTION

"D" = BOX INLET SIZE UNLESS OTHERWISE
INDICATED ON PLAN

FLEX DUCT MAX 3' STRAIGHT

FPB OR VAV BOX
RE: SCHEDULE

D

2 x D OR 3'-0" MIN. STRAIGHT DUCT AT
INLET

DUCT SIZE = BOX OUTLET SIZE
UNLESS OTHERWISE INDICATED ON PLAN

MEDIUM OR HIGH VELOCITY DUCT

FAN POWERED BOX DUCTWORK LAYOUT DETAIL
6 TYPICAL VAV OR

NO SCALE

3"3"

PLANE OF
PARTITION
OR WALL

SIZE AS
SHOWN

GALVANIZED SHEETMETAL
DUCT WITH 1" ACOUSTICAL
DUCT LINER

NOTE:
RETURN AIR BOOT MAY BE CONSTRUCTED OF DUCT BOARD AT
CONTRACTORS OPTION.

MINIMUM
CLEARANCE
9" (TYP)

LINE OF SIGHT

NO TURNING VANES

RETURN AIR BOOT DETAIL
3 HORIZONTAL "L"

NO SCALE
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4TH FLOOR PLAN-PLUMBING
SCALE: 1/8"=1'-0"

UP

DN

DNUP

ELEC.

TELE./

STORAGE

VEST.

VEST.

MEN

WOMEN

ELEV.#1

ELEV.#2

STAIR

#2

#1

STAIR

F.H.C.

1

A

2345678910

B

C

D.

E

N

FD-12" 2" W

LOBBY
400

SEATING
AREA

401

HALLWAY
402

HUDDLE
403

CONFERENCE
404

WELLNESS
405

MAIL
406

COATS
407

COATS
408

COPY
410

OFFICE
412

OFFICE
413

OFFICE
414

OPEN
OFFICE

416

Room
415

OFFICE
418

OFFICE
419

OPEN
OFFICE

420

OPEN
OFFICE

421
CONFERENCE

422

HALLWAY
423

OPEN
OFFICE

424

OPEN
OFFICE

425

COATS
426

COPY
427

CONFERENCE
428

OPEN
OFFICE

429
OPEN

OFFICE
430

OPEN
OFFICE

431

OPEN
OFFICE

432

OPEN
OFFICE

433

OPEN
OFFICE

435

LAN
434

COATS
436

2" W

OPEN
OFFICE

415

1 1/2" V

OPEN
OFFICE

411

S-1

1" CW

DWH-1
01P

1. NEW ELECTRIC WATER HEATER SUSPENDED ABOVE CEILING. ROUTE WASTE FROM T&P
AND DRAIN VALVE TO FLOOR DRAIN AND INDIRECT WASTE.

2. 1/2" HOT AND 3/4" COLD WATER DOWN AND IN WALL. ROUTE 1/2" HOT AND COLD WATER
TO SINK, AND 1/2" COLD WATER TO SHUTOFF VALVE, DOUBLE CHECK BFP, AND WATER
FILTER BELOW SINK. ROUTE FILTERED WATER THRU CASEWORK AND PROVIDE 1/2"
STUBOUTS ABOVE COUNTER FOR FUTURE CONNECTION TO COFFEE MAKER AND WATER
DISPENSER, 1/2" STUBOUT BEHIND ICE MAKER. CONNECT TO ALL EQUIPMENT PER
MANUFACTURER'S RECOMMENDATIONS. COORDINATE FINAL LOCATION OF STUBOUTS
WITH OWNER AND ARCHITECT.

3. EXISTING SINK, TRIM, AND ASSOCIATED EQUIPMENT AND PIPING TO BE REMOVED BACK
TO POINT OF CONNECTION. CAP REMAINING PIPING AS REQUIRED.

4. CONNECT TO NEAREST EXISTING WASTE, VENT, AND COLD WATER PIPING OF EQUAL OR
GREATER SIZE.

5. CONNECT TO NEAREST EXISTING WASTE AND VENT PIPING OF EQUAL OR GREATER SIZE.

6. COORDINATE LOCATION OF FLOOR DRAIN WITH MECHANICAL AND ELECTRICAL
EQUIPMENT.

7. ROUTE WASTE FROM ICE MAKER TO FLOOR DRAIN AND INDIRECT WASTE. COORDINATE
FINAL LOCATION OF FLOOR DRAIN WITH ARCHITECT AND OWNER.

     FLOOR PLAN NOTES##P

02P

WCO

04P

05P

05P

1 1/2" V

06P
3/4" CW
1/2" HW

1/2" CW

07P

4TH FLOOR PLAN-PLUMBING DEMOLITION
SCALE: 1/8"=1'-0"

N

03P

34

C

WATER HEATER SCHEDULE (ELECTRIC)
MARK 

NO.
DWH-1

NOTES: 1.
2.

MANUFACTURER

AO SMITH

PROVIDE WITH TEMPERATURE AND PRESSURE RELIEF VALVE AND DRAIN.
PROVIDE WITH CONTROL THERMAL EXPANSION TANK, WATTS MODEL SCHEDULED WITH WATTS SCV SERVICE CHECK VALVE.

MODEL

NO.
DEL-6

TANK

LINING
GLASS

TANK 
CAPACITY

(GAL)
6

RECOVERY

(GPH @ 80 F)
14

INPUT

(KW)
3

THERMAL EXPANSION

TANK MODEL NO.
PLT-5

VOLT
277

ELECTRICAL

ø
1

HZ
60

NOTES

1,2

H
W

CW

HARD COPPER TUBE -
INDIRECT WASTE PER PLANS

DRAIN LINE FROM PAN -
INDIRECT WASTE PER PLANS

CHECK VALVE (TYP)

CONTROL THERMAL EXPANSION TANK RE:
WATER HEATER SCHEDULE FOR SIZE.
CONTRACTOR IS TO PRESSURIZE
EXPANSION TANK TO SYSTEM  PRESSURE

TEMPERATURE AND
PRESSURE RELIEF VALVE

COLD WATER SUPPLY

PLENUM RATED PLATFORM

2"x2"x1/4" ANGLE IRON FRAME, ±24" SQUARE
NOTE:  NO PIPING SHALL BE LOCATED DIRECTLY
BELOW WATER HEATER.

WASHERS AND DOUBLE
NUTS (TYP EACH CONNECTION)

DRAIN VALVE - DRAIN INTO PAN

ELECTRIC  WATER
HEATER RE: SCHEDULE

UNION (TYP)

SHUT-OFF (TYP)

FOUR 3/8" RODS TO STRUCTURE

HANG SECURELY  FROM
STRUCTURE AS REQUIRED

SIZE PER PLANS (TYP)

ELECTRIC WATER HEATER DETAIL2 NO SCALE   

NOTES:
1. CONTRACTOR TO INSTALL WHERE

INDICATED  ON PLANS IN
ACCESSIBLE LOCATION.

2. INSTALL PER MANUFACTURERS
RECOMMENDATIONS.

3. WATER HEATERS THAT ARE NOT
RECIRCULATED SHALL BE EQUIPPED
WITH AN INLET AND OUTLET HEAT
TRAP, WHETHER INTEGRAL OR
EXTERNAL, IN ACCORDANCE WITH
THE IECC ENERGY CODE.

6" DEEP 18GA BITUMASTIC COATED
METAL OR PREFAB DRAIN PAN
UNDER WATER HEATER WITH DRAIN

· PLUMBING CONTRACTOR IS RESPONSIBLE TO SEE THAT WORK MEETS AND IS IN ACCORDANCE
WITH ALL REQUIREMENTS OF FEDERAL, STATE, AND LOCAL LAWS AND CODES AND/OR
REQUIREMENTS, INCLUDING HEALTH CODES AND BUILDING OWNER.

· ALL EXISTING PIPING SHOWN ON DRAWINGS IS SCHEMATIC AND IS BASED ON EXISTING RECORD
DRAWINGS PROVIDED BY THE OWNER AND DO NOT REFLECT EXACT EXISTING CONDITIONS.
CONTRACTOR TO FIELD VERIFY EXACT DEPTH AND/OR LOCATIONS ON JOB SITE.  CONTRACTOR
SHALL REROUTE NEW WORK TO ACCOMMODATE EXACT LOCATIONS OF EXISTING UTILITIES,
STUBOUTS AND/OR CONNECTIONS.

· CUTTING AND PATCHING OF FLOORS, WALLS, CEILING, ETC., REQUIRED IN STRICT ACCORDANCE
WITH THE RULES AND REGULATIONS OF THE ARCHITECT'S AND/OR BUILDING OWNER
REQUIREMENTS.

· COORDINATE ALL WORK WITH OTHER TRADES PRIOR TO INSTALLATION TO AVOID ROUTING
CONFLICTS.

· ANY MATERIAL REMOVED THAT OWNER DOES NOT WISH TO RETAIN SHALL BE REMOVED FROM
PROJECT SITE AND DISPOSED OF BY CONTRACTOR.

· PLUMBING CONTRACTOR SHALL BID WORK IN CEILING SPACE BELOW TO BE COMPLETED AFTER
HOURS ONLY IN AREAS THAT ARE NOT OCCUPIED BY THE OWNER'S PERSONNEL.  CONTRACTOR
SHALL COORDINATE WORK/TIMES WITH THE OWNER'S REPRESENTATIVE.

· INSTALL ELASTOMERIC JOINT SEALER AROUND ALL PIPES PASSING THRU INTERIOR NON-RATED
CONCRETE AND MASONRY WALLS, GYPSUM-BOARD PARTITIONS, AND CONCRETE FLOOR/ROOF
SLABS.  FOR FIRE RATED INTERIOR CONCRETE AND MASONRY WALLS, GYPSUM-BOARD
PARTITIONS, AND CONCRETE FLOOR/ROOF SLABS SEAL ALL PIPES.  INSTALL FIRESTOP
MATERIALS IN ALL GAPS PRIOR TO SEALANT APPLICATION.  INSTALL SEALER ACCORDING TO
MANUFACTURER'S WRITTEN INSTRUCTIONS.

· PLUMBING CONTRACTOR SHALL MAKE FINAL CONNECTION TO ALL EQUIPMENT BY OTHERS.
VERIFY CONNECTIONS SIZES AND REQUIREMENTS.

· PIPING ROUTED BELOW COUNTER IN CABINETS SHALL BE ROUTED AS NOTED.  NOT TO
INTERFERE WITH DRAWERS, SHELVES, EQUIPMENT, ETC., AND SUPPORT FROM BACK WALL OF
CABINET.

· PLUMBING CONTRACTOR SHALL BID AND SCHEDULE ALL CORE DRILLING AND HAMMER DRILLING
FOR AFTER BUSINESS HOURS.

· PLUMBING CONTRACTOR SHALL PROVIDE PRO-SET SYSTEMS 'TRAP GUARD' IN ALL FLOOR AND
HUB DRAIN TRAPS WITHIN PROJECT SCOPE OF WORK.

· UPON REQUEST FOR ELECTRONIC FILES, CONTRACTOR SHALL FILL OUT, SIGN AND RETURN
ELECTRONIC MEDIA RELEASE FORM FROM ENGINEER AND PROVIDE PAYMENT FOR FEES
STIPULATED ON ELECTRONIC MEDIA RELEASE FORM.  UPON RECEIPT OF COMPLETED RELEASE
FORM AND PAYMENT, ELECTRONIC FILES WILL BE RELEASED.

GENERAL NOTES                     (TYPICAL ALL SHEETS)

EXISTING TO REMAIN

EXISTING TO BE REMOVED

COLD WATER

HOT WATER

SANITARY VENT ABOVE GROUND/FLOOR

SANITARY WASTE BELOW GROUND/FLOOR

SHUT OFF VALVE

FLOW ARROW

BOTTOM OUTLET TEE

TOP OUTLET TEE

FLOOR DRAIN OR EQMT FLOOR DRAIN

PLUMBING FIXTURE DESIGNATION

CONNECT TO EXISTING

CW

HW

V

W

NEW PIPING

OR

EXISTING TO REMAINETR

PLUMBING SYMBOLS

PIPE DROP/PIPE RISE

EQUIPMENT TYPE AND DESIGNATIONDWH-1

WALL CLEAN OUTWCO

2"
 W

CEILING

4TH FLOOR

W (ETR)

V (ETR)

1 
1/

2"
 V

WCO

CEILING

4TH FLOOR

FD-12"S-1

W
 (E

TR
)

V
 (E

TR
)

1 
1/

2"
 V

2" W

PANTRY
409

PANTRY
409

LAN
434

PARTIAL WASTE/VENT RISER1 NO SCALE

FD-12"

FD-12"

PANTRY
409

1 
1/

2"
 V

1 1/2" V

2" W
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4TH FLOOR PLAN-FIRE PROTECTION
SCALE: 1/8"=1'-0"

N

FIRE PROTECTION NOTES

A. EXISTING WET PIPE SPRINKLER SYSTEM SHALL BE DESIGNED AND/OR MODIFIED FOR STRICT
COMPLIANCE WITH THE RULES AND REGULATIONS OF APPLICABLE FEDERAL, STATE AND LOCAL
LAWS, CODES AND ORDINANCES, THE OWNER'S INSURANCE COMPANY AND NFPA-13.

B. CONTRACTOR SHALL COORDINATE WITH NEW REFLECTED CEILING PLAN, NEW DUCTWORK AND
DIFFUSER LAYOUT AND LIGHTING LAYOUTS.  FURNISH ALL MATERIALS, LABOR, TOOLS,
TRANSPORTATION, INCIDENTALS AND APPURTENANCES TO COMPLETE IN EVERY DETAIL AND
LEAVE IN WORKING ORDER ALL ITEMS OF WORK REQUIRED FOR STRICT COMPLIANCE.  ALL
SPRINKLER LINES SHALL BE CONCEALED, AVOIDING INTERFERENCES WITH LIGHTS, DUCTS, PIPES,
ETC.  ALL SPRINKLER HEADS IN LAY-IN CEILINGS ARE TO BE CENTERED ±2" IN 2'x2' PORTION OF
TILE.  ALL SPRINKLER HEADS IN GYP-BOARD CEILINGS ARE TO BE CENTERED ±1/2" WITH LIGHT
FIXTURES AND ALIGNED WITH ALL OTHER DEVICES IN CEILING IN BOTH DIRECTIONS.
COORDINATE WITH ARCHITECT.  ALL PIPING TO BE SCHEDULE 40 WITH CAST IRON SCREWED
FITTINGS.

C. FIRE PROTECTION CONTRACTOR SHALL PREPARE DETAILED AND COORDINATED SHOP
DRAWINGS SO AS TO AVOID CONFLICTS IN THE FIELD.  ALL COORDINATION SHALL TAKE PLACE
PRIOR TO INSTALLATION.  CONTRACTOR SHALL FILE ALL DRAWINGS, PAY ALL FEES AND OBTAIN
PERMITS AND CERTIFICATES OF INSPECTIONS RELATIVE TO THIS WORK.  SPRINKLER LOCATIONS
ARE BASED ON BASE BUILDING RECORD DRAWINGS.  CONTRACTOR SHALL BE RESPONSIBLE FOR
FIELD VERIFICATION OF EXISTING SPRINKLERS, PIPING, ETC.

D. FIRE PROTECTION CONTRACTOR TO REWORK EXISTING SPRINKLERS TO ACCOMMODATE AREAS
WHERE CEILING WORK IS TO TAKE PLACE.  RE: ARCHITECTURAL REFLECTED CEILING PLANS.

E. SPRINKLER HEADS SHALL BE IN A UNIFORM PATTERN IN BOTH DIRECTIONS IN SPACING AND
ALIGNMENT.

FIRE PROTECTION DESIGN CRITERIA

ORDINARY HAZARD-RECONFIGURE EXISTING BASE BUILDING SPRINKLER PIPING
AND/OR HEADS WITHIN THIS AREA IN ORDER TO PROVIDE PROPER COVERAGE PER
NFPA 13 AND LOCAL AUTHORITIES.  NEW SPRINKLER HEADS TO MATCH EXISTING.
REFER TO REFLECTED CEILING PLANS FOR COORDINATION WITH LIGHTS, DIFFUSERS,
EXIT SIGNS, ETC.

LIGHT HAZARD-RECONFIGURE EXISTING BASE BUILDING SPRINKLER PIPING AND/OR
HEADS WITHIN THIS AREA IN ORDER TO PROVIDE PROPER COVERAGE PER NFPA 13
AND LOCAL AUTHORITIES.  NEW SPRINKLER HEADS TO MATCH EXISTING.  LOCATE
HEADS WITHIN ±2" OF CENTER OF TILE.  REFER TO REFLECTED CEILING PLANS FOR
COORDINATION WITH LIGHTS, DIFFUSERS, EXIT SIGNS, ETC.
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