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Legionella Risk Assessment of Systems in Commercial Premises

Go to SHEET 2 
Open Recirculating Cooling Systems: 

Risk Assessment
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TRAINING COURSES:
W015 Basic Legionella Risk Assessment of Water Systems
W024 Practical Legionella Risk Assessment

A suggested training route for delegates who are, or would like to become, legionella risk assessors of water 
systems commonly found in the following: commercial premises, offices, small hotels, care homes, barracks, 
halls of residence, schools etc. Delegates should already have knowledge of hot water systems in buildings. 
Ideally, they will already be recording their development in a CPD portfolio and preferably some work shadow 
experience.

Attend and pass W015 Basic Legionella  
Risk Assessment of Water Systems

Record your work experience and  
further training in a CPD portfolio and  

begin assessing systems under supervision

Your competence must be recorded by your 
supervisor and when you are deemed competent, 

continue to complete risk assessments on your own

Continue to work in the field  
for at least 6 weeks. Attend and pass  

W024 Practical Legionella Risk Assessment

Do you wish to progress to  
risk assessment of cooling systems?

Record all further training  
in a CPD portfolio

Record your development in a CPD portfolio.  
Have your competence reconfirmed (and recorded) annually. 

Refresh training every three years
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